
TOP OF FTG.

SEE FDN. PLAN

EQUAL EQUAL

FOOTING SIZE, SEE FOOTING SCHEDULE
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FOOTING REINFORCEMENT,
BOTTOM, EACH WAY,
SEE SCHEDULE

FOOTING TOP REINFORCEMENT
WHERE INDICATED IN SCHEDULE

ANCHOR RODS,
SEE SCHEDULE

CL COLUMN

ISOLATION JOINT
ALL AROUND COLUMN
SEE DWG. SS3-101

COLUMN,
SEE SCHEDULE

SLAB ON GRADE,
SEE PLAN

BASE PLATE,
SEE SCHEDULE
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#10 DYWIDAG
THREADED ANCHOR,
4 LOCATIONS

F-6.5x16
1145'-10 5/8"

1' - 0" 1' - 2"

1'
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"
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 8
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12-#8 VERT.

#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER

PIER DETAIL P-1
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12-#8 VERT.

#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER
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8-#8 VERT.

#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER

PIER DETAIL P-5
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#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER
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20-#8 VERT.#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER

20-#8 VERT.#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER
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16-#8 VERT.

#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER

PIER DETAIL P-7

EMBED. FOR PRECAST
CONNECTION,
SEE ARCH.

W.P.
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14-#8 VERT.

#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER

PIER DETAIL P-8
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3' - 8"

PIER DETAIL P-9

14-#8 VERT.

#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS @ 3"
FROM TOP OF PIER

1' - 4" 4"

2' - 0"2' - 0"

1'
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"

1'
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"

14-#8 VERT.#3 TIE SETS @ 1'-4" O.C.
VERTICALLY WITH 4 SETS
@ 3" FROM TOP OF PIER

2"

GROUND FLOOR
EL. 1162' - 10 5/8"

AA

1' - 0" 1' - 0"
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F.

1'
 -

 6
"

4'
 -

 0
"

T/BEAM 1161' - 4 5/8"

3-#5 CONT. EF

#3 CLOSED TIES
@ 16" O.C.

3-#8 CONT.

3-#8 CONT.

BRICK PIERS
BEYOND, SEE ARCH.

EXTERIOR PAVEMENT,
SEE CIVIL DWGS.8

SS3-102

6

ANCHOR PLATE

DOUBLE CORROSION
PROTECTION ANCHOR
SLEEVE

#10 DYWIDAG
THREADED BAR
ANCHOR

4" DIAMETER
DRILLED HOLE
IN ROCK

10
'-0

" 
B

O
N

D
 L

E
N

G
TH

ROCK ANCHOR DESIGN  (TO BE CONFIRMED BY FIELD
                                              CONDITIONS AND TESTING)

1. ANCHOR TENSION:
                      WORKING = 37.6 K
                      ULTIMATE = 68.6 K

2. ROCK ALLOWABLE BOND STRESS = 25 PSI

COLUMN,
SEE SCHEDULE

HSS BRACE,
SEE 4/SS2-101

5

SS3-102

6

H

6"
4"

4"
6"

8" 8"

#4 TIE SETS
4 @ 3" IN TOP
OF FOOTING

10-#7 VERT.

3-#7 VERT.

8-1" DIA. ANCHOR BOLTS
ASTM F1554, GRADE 36
WITH 2'-0" EMBEDMENT

BASE PL 1-3/4X24X20

COLUMN, SEE SCHEDULE

F-6.5X16

GROUND FLOOR
EL. 1162' - 10 5/8"

1

2'
 -

 8
"

2'
 -

 0
"

1

1

SEE ARCH.1' - 4"

4-#8 TOP

4-#7 BOTTOM

8-#3 TIES @ 3"

3'-0" WIDE BRACKET FROM
FOUNDATION WALL FOR
METAL PANEL SUPPORT

BASEMENT WALL,
SEE 1/SS3-103

#4  @ 12" E.W.
EACH FACE

1/2" BASE PLATE WITH
4-3/4" DIA. x 1'-4" EMBED.
ANCHOR BOLTS

PIER P-3

GRADE BEAM
REINF W/90° HOOKS

EXTEND AND HOOK
PIER REINFORCEMENT
INTO GRADE BEAM

GRADE BEAM
REINFORCEMENT
REF SECT 6

4" 1' - 6"

#4 @ 12"

4-#4 CONT.

1' - 4"

EQUIPMENT SLAB AT
ELECTRICAL SWITCH GEAR
REFER TO CURB DETAILS, DWG. SS3-101

1

1

1'
 -

 0
"

6"

6"

T/SLAB EL. 1146' - 10 5/8"

GRATING AND SUPPORT
ANGLES, SEE DETAIL 9/SS3-103
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 3/4" = 1'-0"1
TYPICAL SPREAD FOOTING/COLUMN DETAIL

 1/4" = 1'-0"3
PLAN - ROCK ANCHORS AT F-6.5X16

 3/4" = 1'-0"2
TYPICAL PIER DETAILS

 3/4" = 1'-0"6
SECTION

 3/4" = 1'-0"4
DETAIL

 3/4" = 1'-0"5
SECTION
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SECTION

 3/4" = 1'-0"8
SECTION
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